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1 CRAWLSPACE POWER PLAN
1/8" = 1'-0"
KEY NOTES: GENERAL NOTES:
<]> PROVIDE 120V POWER FOR AIR HANDLING UNIT LIGHTS. COORDINATE ON SITE A. EACH 20A CIRCUIT SHALL HAVE A DEDICATED NEUTRAL.
PRIOR TO ROUGH-IN.
@ PROVIDE POWER FOR UNIT HEATER AT THIS LOCATION. CIRCUIT AS INDICATED.
REFER TO ME SHEET FOR MORE INFORMATION.
@ POWER FOR CONTROL PANEL FOR THE HEAT PUMPS. CIRCUIT AS INDICATED.
@ ENCLOSED CIRCUIT BREAKER FOR CRITICAL BRANCH. REFER TO RISER
DIAGRAM FOR SIZE.
@ PROVIDE POWER FOR FIRE ALARM CONTROL PANEL. FEED FROM 114-ES1-1.
@ PROVIDE 120VAC-24VAC TRANSFORMER FOR FEEDING VALVES TO TURN
WATER ON AND OFF IN PATIENT BATHROOMS. TRANSFORMER AND POWER
FEED TO TRANSFORMER IS BY ELECTRICAL CONTRACTOR. LOW VOLTAGE
WIRING BY MECHANICAL CONTRACTOR. EACH TRANSFORMER TO FEED 8
VALVES. COORDINATE SIZE OF TRANSFORMER WITH MECHANICAL
CONTRACTOR BASED ON VALVE REQUIREMENTS.
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